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A. UNLESS NOTED OTHERWISE, ALL BRANCH HWS AND HWR PIPING TO <1> EXTEND AND CONNECT TO EXISTING 2" LP RETURN LINE IN EXISTING TUNNEL.
FINNED TUBE RADIATION OR CABINET UNIT HEATERS SHALL BE 3/4 INCH.
@ EXTEND AND CONNECT TO EXISTING H&MP RETURN LINE IN EXISTING
@ 7 — f— ] _ TUNNEL.
12512 UP @ EXISTING 3-1/2" HP STEAM LINE IN EXISTING TUNNEL.
X
C-12x12 ‘ @ NEW 125# HIGH PRESSURE STEAM LINE IN EXISTING TUNNEL. CONTINUES TO
500 BUILDING 8.
2 CRAWLSPACE HVAC PLAN | ‘
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